10 & 3@ UNDERGROUND METER BASE PEDESTAL

NOTES:

GROUND ROD AT METER PEDESTAL IS SHOWN BELOW GRADE. ALWAYS INSTALL PER MOST STRINGENT
CODE (NATIONAL, STATE, LOCAL)
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